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Initial Comments

This is a Report of a Biennial Construction Survey
conducted by Greg Cates on January 15, 2016.

Based on information gathered from our files, the
Facility was first licensed or submitted for
licensure on or about August 14, 2009 for Twenty
(20) Beds. Based on the above information, the
facility is required to meet the 2005 Minimum and
Desired Standards and the 2009 North Carolina
State Building Code Section 407, Type I-2.

Housekeeping-Maintained Free of Hazards

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0306 HOUSEKEEPING AND
FURNISHINGS

(a) Adult care homes shall:

(5) be maintained in an uncluttered, clean and
orderly manner, free of all obstructions and
hazards;

(e) This Rule shall apply to new and existing
facilities.

This Rule is not met as evidenced by:

1- Based on observations, the facility has failed to
maintain the building free of hazards by not
storing oxygen containers securely to prevent
them from falling over or rolling around. This
could affect all persons in the facility as the
oxygen containers could fall over, damaging the
cylinder or nozzle.

Findings include:

a- There is an unsupported bottle of
oxygen located in the Living Area of
Resident Room 6116. (Note: This
deficiency was corrected while the
surveyor was on-site)
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2- Based on observations, the facility has failed to
maintain the building free of hazards by not
securing hand rails tightly to the wall. This could
affect persons who may need the assistance of
the hand rails to stead themselves while walking
the corridor.
Findings include:
a- The hand rail outside Resident Room
6120 is not secured to the brackets.
C 189 Building Equipment Maintained Safe, Operating C 189

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0311  OTHER
REQUIREMENTS

(a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
operating condition.

(k) This Rule shall apply to new and existing
facilities with the exception of Paragraph (e)
which shall not apply to existing facilities.

This Rule is not met as evidenced by:

1- Based on observations, the facility has failed to
ensure that the building is safe by not maintaining
the fire resistance of building components. This
deficiency directly affect all residents, personnel,
and visitors by allowing the possible spread of
smoke beyond the compartment of origin.

Findings include:

a- The cross corridor smoke door magnets
did not release upon detection of smoke.
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2- Based on observations, the facility has failed to
maintain the fire resistance of ceilings as safe
and operating condition.
Findings include:
a- In the Maintenance Office, the sprinkler
pipe has dropped below the ceiling level
and a large gap around the pipe is exposed.
b- In the Charting Room and Back
Mechanical Rooms, the sprinkler head
escutcheons have dropped below the
ceiling, revealing a large gap around the
sprinkler pipes.
3- Based on observations, the facility has failed to
maintain the plumbing safe and operating. This
deficiency may affect those persons using the
commode by allowing slippery or unstable
conditions.
Findings include:
a- The commode in the Women's
Bathroom is loose at the connection to
the floor
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